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the  knowledge  of  the  batteries’  state‐of‐charge  (SOC)  is  a 
fundamental  parameter  for  anyone,  so  it  determines  the 
remaining  capacity  in  the  battery.  There  exist  several 
methods for the estimation of this SOC in Lead‐acid batteries; 
however, when the requisites of the measuring method must 
offer,  besides  precision  and  reliability,  the  possibility  to 
integrate  the  results  into  an  automatized  system,  the 
Coulomb’s  counter  is  the method  that prevails. This paper 
presents,  then,  the  design  of  a  simpler Ampere‐hourmeter 




has  been  parameterized  by  following  Peukert’s  Equation, 
and afterwards it has been integrated into a data acquisition 
and processing system designed through a CSNX25 current 
sensor  and  a  low‐cost  and  low‐consume  16F877 
microcontroller. The fundamental conclusion of this paper is 
that obtaining an accurate result while estimating the SOC of 
a  lead‐acid  battery  with  an  simpler  Ampere‐hourmeter 




Battery;  SOC;  State‐of‐Charge;  Microcontroller;  Ampere‐
Hourmeter 
Introduction 
In  any  application  related  to batteries, predicting  the 
state  of  charge  (SOC)  is  necessary  in  order  to 
determine the remaining capacity in the battery. 
In  every  ship,  as  in  any  industrial  facility,  batteries 
supply the emergency power to back up systems. They 
represent,  though,  a  key  component  of  the  vessel’s 
engine and navigation systems. Batteries must always 
be well maintained,  fully  charged  and  ready  for  any 
emergency  occurring.  Knowing  the  SOC  of  a  ship’s 
battery is the basis of any batteries’ bank maintenance; 
and  achieving  an  automatic  method  to  predict  this 
SOC  and  to  apply  controlled  charging  cycles  to  the 
batteries,  fulfils  the  whole  battery  maintenance 
problem. 
There are several methods to estimate the SOC in lead‐
acid  batteries  [1][2][3][4]:  electrolyte’s  density 
measuring,  voltage  measuring,  Coulomb  counting, 
internal  resistance  measuring…  The  first  of  these 
methods,  the  electrolyte’s  specific gravity measuring, 
is  the  only  method  that  can  be  named  as  a  non‐
estimating  method  because  the  electrolyte’s  density 
reflects  the  true  SOC  of  the  lead‐acid  battery,  so  it 
shows  the  available  rate  of  the  chemicals  inside  the 
battery.  On  the  other  hand,  this  method  would  be 
annoying  to  be  integrated  into  an  automatic  system 
due  to  the need  to acquire, or even design, a suitable 
electronic  densitometer.  The  other  three  mentioned 
methods,  despite  being  estimating  methods  which 
only  lead  to  an  approximate  SOC  value,  are  more 
prone to be automatized.  
Focusing  on  the  Coulomb  counting  method,  as 
suggested  by  relevant  studies  in  the  field  of  battery 
SOC  measuring  [5],  specifically  in  Hybrid  Electric 
Vehicles (HEV) battery technology [6][7][8], this paper 
presents  the  development  of  an  Ampere‐hourmeter 
solution  to  the  estimation  of  the  SOC  in  lead‐acid 
batteries  by  designing  the  complete  structure  of  the 
SOC  estimator  in  a  much  simpler  way  than  the 
previous  citations;  obtaining  a  more  restricted  SOC 
measuring  tool  that,  however,  reveals  the  key  for  a 
further development.  
First  of  all,  the  mathematical  path,  followed  to 
determine  the  SOC,  will  be  presented.  Then,  the 
design of  the electronic circuits needed to acquire  the 
data  from  the  batteries,  besides  some  laboratory  test 
results, will be described. The next point will focus on 
the development of  the  software programmed  in  the 
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microcontroller.  To  conclude  this  paper,  a  critical 
revision  of  the  results  obtained  from  the  prototype’s 
testing in the laboratory, will be presented. 
The Mathemathical Model 
In  1897,  W.  Peukert  exposed  the  results  of  his 
investigations on  lead‐acid batteries.  In  the published 
paper, it was revealed that his tests had led him to an 





t                                         (1) 
Being Ct  the  real discharged capacity,  I  the discharge 
intensity,  t  the discharge  time at  the  I  rate and n  the 
Peukert number. 
The Peukert’s Equation offered the possibility to work 
with  a  mathematical  model  which  follows  the 
behaviour of batteries  in a discharge cycle closer than 
the  direct  extrapolation  from  just  I  and  t.  This  n 
number,  then,  is a coefficient, unique  for each battery 
and  slightly  variable  through  its  living  and 
environmental  conditions,  which  breaks  the  faux 
linearity  in  the  battery’s  model  and  approaches  its 
behaviour to a more exponential work. 
Following  the  Peukert’s  Equation,  so,  it  becomes 





























In  percentage.  Being  Cm  the  maximum  available 
capacity  from  the  battery  and Co  the  capacity  before 
starting the discharge. 
Whereas  in  a  charging  cycle,  the  same path must  be 
followed but making a few additional considerations. 
tIECECcar )2())1(1(                       (4) 



















in  charging  and  discharging  processes  through  the 
development  of  the  Peukert’s  Equation  have  been 






strongly  dependent  of  environmental  conditions  as 
temperature, as well as of the aging of the battery. So, 
an  accurate  calculus  of  the  SOC  should  include 





constant.  However,  what  the  effects  of  temperature 
and battery  aging  involve  should  always be put  into 
consideration. 
The Hardware Design 
It  is  assumed,  then,  that  to  reach  a  SOC  value  the 
operating parameters in (3) and (5) must be previously 
known, and the key process to achieve the evaluation 
of  the  SOC  is  the  procedure  of  measure  and 
calculation of these parameters. 
If the attention is focused on (3), it can be easily found 
that  both  Cm  and  n  can  be  considered  as  given 
constants  for a specific battery, whereas Co  is a direct 
result  of  the  immediately  previous 
charging/discharging  process.  Then,  the  only  two 




Therefore,  the  design  of  the  SOC  evaluator  must 
follow  two  paths  of  development:  On  one  side,  a 
device which  is able to measure the values of I and t; 
On  the other side, a processor whose  task will be  the 
integration  of  all  the  given  constants  and measured 
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data  values,  there  is  a  compulsory  need  of  a 
microcontroller. 
PIC 16F877 
The  PIC  16F877  is  a  low‐cost  and  low‐consume 
microcontroller [14] that can easily be integrated into a 
system like this.  
With  its  corresponding  development  board,  it  can 
receive  and  transmit  data,  so  it  has  a  8  gates 
Analogical/Digital (A/D) converter, a LCD controlling 
port and a port to control external interruptions. 
The PIC  16F877  can,  then, develop  the main desired 
tasks.  Just by  receiving  the data of  I  through  its A/D 
module,  it  could  theoretically  be  programmed  to 
calculate  internally  the  elapsed  time,  t,  while  the 






In  this  specific  design,  the  chosen  sensor  is  the 





perfectly  to  a  SOC  calculating  procedure  which 
segregates the charging cycle from the discharge. 
The  16F877 A/D module,  however,  only works with 
positive voltage  signal values, so  it  turns necessary a 
first  conversion  from  the  proportional  current  signal 
emitted by the CSNX25 to a proportional tension value.  
By  following  the  datasheet  indications  [15],  this  first 
step  can  be  done  just  by  integrating  a  resistance 
between the output pins of the sensor. 
Knowing  that  with  a  parallel  connection  of  the 
primary pins of the sensor, the nominal output current, 
with 25 A  in  the primary, will be  INout=12.5 mA,  then 
with the suggested 80 Ω resistance, the output tension 
value reaches 1 V.  
However,  this  only  solves  part  of  the  problem.  The 
bidirectionality  of  the  sensor  is  still  a  problem,  so  it 
gives  an  output  range  of  –1  to  +1  V.  And  negative 
values cannot be processed by the 16F877.  
In  order  to  obtain  a  positive  response  to  all  the 





current  sensor  and  the  analogical  inputs  of  the 
microcontroller  has  restricted  the  design’s 
bidirectional  operation. However,  this  boundary  can 
be broken by the integration of an intermediate signal 





to  this  tension  output  that  makes  all  the  outputs 
positive.  
In order to obtain this signal process, the more suitable 
circuit  is  an  instrumentation  amplifier with  offset  on 
the  ground.  By  adjusting  this  offset  value  to  the 
desired,  working  with  no  negative  values  on  the 
output becomes possible. Moreover, the gain (G) of the 
instrumentation  amplifier  can  be  also  adjusted  to 
increase the output resolution.  
So,  if  the  desired  maximum  output  range  is  fixed 
between 0 and 5 V, the ideal offset becomes 2.5 V. 
                   os VGVV  5.2             (6) 



















           (7) 
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Which  shows  linearity  between  –20  A  to  20  A  by 
following the next equations: 
        63.33735.1  sprimary VI                        (8) 
79.328314,1_  snegativeprimary VI          (9) 







79.328314.1_  snegativeprimary VI        (10) 





Recapitulating  Cm  and  n  are  specific  constant  values 
for  any  battery, Co must  be  calculated  in  situ  after  a 
charging or a discharging cycle, while E  is calculated 
through  (2) and,  finally,  t  is  to be obtained  through a 
internal microcontroller  calculus by using an  internal 
timer  of  the  16F877  [14]. Once  all  these  values  have 
been  either  acquired  or  read  as  constants  in  the 
microcontrollers program,  they are being operated  in 





















These  actions  to  be  taken  in  order  to  achieve  the 
objectives  must  be  included  in  the  design  of  the 
software  programmed  in  the  16F877.  In  order  to 
develop  this  programming  design,  it  is  used  the 
software  for  visual  programming  of microcontrollers 
Niple v5.2. [17], which allows a visual development of 
the  solution  through  flow  diagrams  prior  to  the 
conversion to assembler code.  
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Notice  that  some  intermediate  actions  have  been 
added  in  order  to  approach  the  scheme  to  the  real 
structure of  the program. One of  the most  important 
points is the calculus of In so it must be done through 
Taylor series in the microcontroller: 









these  logarithms.  However,  in  this  case,  the  choice 
made  is  to  assign  values  in  a  matrix  type  table  of 
variables  for  different  values  of  I  between  the 
operating range.  
The  program,  then, must  estimate  the  value  of  In  by 
using a double approach calculus: First of all, a Taylor 
development,  with  six  terms;  secondly,  logarithm 
values which don’t  fit  exactly  the  true  values. These 
estimations  necessarily  lead  to  an  error  on  the  SOC 
calculation. 
Moreover,  as  well  as  the  16F877  cannot  calculate 
logarithms, or work with negative numbers stored  in 
variables,  it also cannot process decimals, so working 
with  multiples  of  the  desired  numbers  becomes 
necessary  in order  to  achieve  a minimum  resolution. 
However, these numbers cannot be too high, either, in 
order  to  fit  registers. For  instance,  the  I  calculus as a 
result of (8) and (10) becomes the following: 
   100004063.33735.13090  ssprimary VVI   (12) 
   100004079.32831.13090 _  ssnegprimary VVI  (13) 
Another focus of error. 










16F877’s  program,  the  first  boundary  is  found:  a 
memory  limit which  forces  a  limit  in  the  number  of 
program  lines.  This  problem  is  due  to  the 
microcontroller’s  construction, but  it  could be  solved 
by  using  a  programming  software  which  allowed 
programming by  interruptions. Rather than  the Niple 
v5.2 case. 
The  main  consequence  of  this  memory  limit  is 
observed  in  the  calculus  of  In  and, more  strongly,  in 
the  approximation  of  the  logarithms. As  it  has  been 
exposed,  these mathematical  operations  need  lots  of 
factors  to obtain  an  estimated value  close  to  the  real 
one. And with a memory  limit  it becomes  impossible 
to develop the calculus. 
Keeping up with the laboratory tests, then, for a 95 A∙h 





Notice  that  the  error  grows  as  the  time  of  running 
increases  due  to  the  addition  of  the  error  in  the 
calculus  of  the  intermediate  capacities;  as well  as  it 
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Again,  errors  appear,  but  with  lower  values  in  this 
case, due to the nature of (3) and (5). It is observed that 
in  (3)  In has a more  relevant  function while  in  (5)  its 
weight is lightened by other factors. 
In other words, by focusing the lab tests on the effects 
of  this  In  error,  it  is  found  that  it  has  a  remarkable 
incidence in the calculus of the Ct (1) but lesser in Ccar 







Notice  that  there  is  an  insignificant  error  in  the 
calculus  of  I  through  (12)  and  (13),  an  error  which 
means  almost  nothing  till  it  is  operated  in  (11)  to 
obtain In through a limited approach. 
To  prove  this  hypothesis,  a  solution  of  the  main 
precision problem  is  found  just by  executing  tests  in 
which  the  In  calculus  error  is  reduced  to  an 





The  error  is  almost  eliminated  for  intensities  lower 
than 10 A, and  it performs predictably so  it could be 
corrected. 








Test  results which have been presented  in  this paper 
show  that  it  is  possible  to  develop  a  simpler  SOC 
estimating system by designing an Ampere‐hourmeter 




this  SOC  estimator,  it  becomes  necessary  the 
development of not only an accurate data acquisition 
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system, by  the  choice  and design of a  robust  current 
sensing  circuit,  but  also  a  data  processing  system 
which  allows  the  necessary  internal  mathematical 
operations needed to obtain a non corrupted result. 
Obtaining  an  accurate  result  of  a  lead‐acid  battery’s 
SOC with an Ampere‐hourmeter based system such as 
the presented in this paper is only possible if the used 
microcontroller holds  enough memory  to  include  the 
totality of the needed program lines. A good memory 
reservoir would even permit a future improvement of 
the  presented  results,  by  the  addition  of  correcting 
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